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BRIDGE

SOUTHWEST HIGHWAY

0 10' 20'

SCALE: 1''= 10'

NOTES:

5.

4.

3.

2.

1.

N.T.S. (TYP. FOR NB & SB US-45 (LaGRANGE ROAD))

B

R

G

W

30A FUSES

1/C #10 (TYPICAL)
NEUTRAL CONDUCTOR

SOLID SLUG FOR

MOUNTED ON ABUTMENT

JB, SS, 24"x24"x8",

UNDERPASS LIGHTING UNIT WIRING DIAGRAM

C115.A.9

CIRCUITS C&D SIMILAR.

CIRCUITS A&B SHOWN.

C115.B.10 C115.A.10 C115.B.11

BOX (TYPICAL)

CABLE SPLICE IN JUNCTION

(TYPICAL, NOTE 2).

(RED PHASE OPEN)

LUMINAIRE, BLACK PHASE

100W HPS UNDERPASS

STATIONNUMBER

FIXTURE

UNDERPASS

~ OFFSET

C115.C.10

C115.D.8

C115.A.10

C115.D.9

C115.B.10

C115.C.9

C115.B.11

C115.A.9

62.5 LT

62.5 LT

1.5 RT

1.6 LT

1.6 RT

1.5 LT

62.5 RT

62.5 RT

294+69

294+99

295+41

295+45

295+72

295+75

296+17

296+44

LOCATION (NOTE 2)

UNDERPASS FIXTURE

1-1" PVCC RGC ATS

2-1/C #10 & 1/C #10 GND

C
11
5
.A
.9

6"x6"x4", ATS

JB, NEMA 4X, SS,

C
11
5
.B
.1
1

1-1" PVCC RGC ATS

6"x6"x4", ATS

JB, NEMA 4X, SS,

3-1/C #10 & 1/C #10 GND

1-1" PVCC RGC ATS

3-1/C #10 & 1/C #10 GND

STA. 296+12 (NOTE 3)

12"x10"x6", ATS

JB, NEMA 4X, SS,

1-1" PVCC RGC ATS

6"x6"x4", ATS

JB, NEMA 4X, SS,

3-1/C #10 & 1/C #10 GND

STA. 296+12 (NOTE 4)

ATS, WITH 30A FUSES.

JB, NEMA 4X, SS, 24"x24"x8",

6"x6"x4", ATS

JB, NEMA 4X, SS,

1-1" PVCC RGC ATS

3-1/C #10 & 1/C #10 GND

(WEST FACE OF PIER)

STA. 295+37 (NOTE 3)

12"x10"x6", ATS

JB, NEMA 4X, SS,

C
11
5
.B
.1
0

6"x6"x4", ATS

JB, NEMA 4X, SS,

C
11
5
.C
.9

1-1" PVCC RGC ATS

2-1/C #10 & 1/C #10 GND

6"x6"x4", ATS

JB, NEMA 4X, SS,

C
11
5
.A
.1
0

C
11
5
.D
.9

(EAST FACE OF PIER)

STA. 295+37 (NOTE 3)

12"x10"x6", ATS

JB, NEMA 4X, SS,

1-1" PVCC RGC ATS

(TYP. U.N.O.)

NOTE 2

3-1/C #10 & 1/C #10 GND

1-1" PVCC RGC ATS

2-1/C #10 & 1/C #10 GND

1-1" PVCC RGC ATS

C
11
5
.D
.8

6"x6"x4", ATS

JB, NEMA 4X, SS,

6"x6"x4", ATS

JB, NEMA 4X, SS,

C
11
5
.C
.1
0

3-1/C #10 & 1/C #10 GND

1-1" PVCC RGC ATS

3-1/C #10 & 1/C #10 GND

STA. 294+61 (NOTE 4)

WITH 30A FUSES.

24"x24"x8", ATS

JB, NEMA 4X, SS,

STA. 294+61 (NOTE 3)

12"x10"x6", ATS.

JB, NEMA 4X, SS,

C&D: 3-1/C #2 & 1/C #2 GND.

1‚" UD
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SOUTHWEST HIGHWAY BRIDGE

TO US-45 LIGHTING UNIT SOUTH OF

3-1/C #2 & 1/C #4 GND. IN UD

SOUTHWEST HIGHWAY BRIDGE

TO US-45 LIGHTING UNIT NORTH OF

3-1/C #2 & 1/C #4 GND. IN UD

(2) UD, 3-1/C #2 & 1/C #4 GND (LITE) (RECP)

LIGHTING FIXTURES AND JUNCTION BOXES PER IDOT STANDARD SPECIFICATIONS.

FURNISH AND INSTALL REQUIRED STAINLESS STEEL MOUNTING HARDWARE FOR UNDERPASS

GIVEN. MOUNT JUNCTION BOX 1'-0" BELOW TOP OF WALL.

FURNISH AND INSTALL 24"x24"x8" JUNCTION BOXES ON FACE OF ABUTMENT WALL AT STATION

STATIONS GIVEN. ALIGN JUNCTION BOX WITH FACE OF ABUTMENT WALL OR PIER.

FURNISH AND INSTALL 12"x10"x6" JUNCTION BOXES ON TOP OF ABUTMENT WALL OR PIER AT

LIGHTING FIXTURES ON TOP OF ABUTMENT WALL OR PIER.

DETAILS. FURNISH AND INSTALL 6"x6"x4" JUNCTION BOXES AS SHOWN ABOVE UNDERPASS

SEE DRAWING E-49 FOR PROPOSED PIER/ABUTMENT UNDERPASS LIGHTING UNIT INSTALLATION

ELECTRICAL GENERAL NOTES.

SEE DRAWING E-1 FOR ELECTRICAL SYMBOL LIST AND ABBREVIATIONS. SEE DRAWING E-2 FOR

DAD

WM

MAE

1" = 10'

SOUTHWEST HIGHWAY BRIDGE

UNDERPASS LIGHTING PLAN

11 164+23 167+50

E-10

(2) 1•" UD, 3-1/C #2, 1/C #4 GND (LITE) (RECP)

(2) 1•" UD, 3-1/C #2 & 1/C #4 GND (LITE) (RECP)


